
HFHS Bright Horizons - Lead & Copper Testing

Sampling Location Inventory

Sampling Location ID Description Aerator/Screen? Connecting Plumbing Brand/Model No. (If known) Notes:

106-KS1 Staff Kitchen - Main Sink Yes Copper Pipe, Solder Joints, Brass Valves/Fittings Delta Faucet - Unknown Model

106-KS2 Staff Kitchen - Side Sink Yes Copper Pipe, Solder Joints, Brass Valves/Fittings Delta Faucet - Unknown Model

128-CS Toddler A - Classroom Sink Yes Copper Pipe, Solder Joints, Brass Valves/Fittings American Std.  - Reliant 3 Thermostatic Mixing Valve

123-CS Infant C - Classroom Sink Yes Copper Pipe, Solder Joints, Brass Valves/Fittings American Std.  - Reliant 3 Thermostatic Mixing Valve

113-CS Infant A - Classroom Sink Yes Copper Pipe, Solder Joints, Brass Valves/Fittings American Std.  - Reliant 3 Thermostatic Mixing Valve

116-KS1 Infant A/B Kitchen Sink 1 (South) Yes Copper Pipe, Solder Joints, Brass Valves/Fittings Elkay - Uknown Model

116-KS2 Infant A/B Kitchen Sink 2 (North) Yes Copper Pipe, Solder Joints, Brass Valves/Fittings Elkay - Uknown Model

117-CS Infant B - Classroom Sink Yes Copper Pipe, Solder Joints, Brass Valves/Fittings American Std.  - Reliant 3 Thermostatic Mixing Valve

131-WC Alcove Water Chiller No Copper Pipe, Solder Joints, Brass Valves/Fittings Elkay - Uknown Model

124-CS
Pre-school/Kindergarten Room - 

Classroom Sink
Yes Copper Pipe, Solder Joints, Brass Valves/Fittings American Std.  - Reliant 3 Thermostatic Mixing Valve

118-CS Toddler B - Classroom Sink Yes Copper Pipe, Solder Joints, Brass Valves/Fittings American Std.  - Reliant 3 Thermostatic Mixing Valve



HFHS Bright Horizons - Lead & Copper Testing

Testing Results Summary Table
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106-KS1-P1 106-KS1 First Draw - 250 mL 6/3/2016 6:05 AM COB ND 1 15 100 20 1300

106-KS2-P1 106-KS2 First Draw - 250 mL 6/3/2016 6:05 AM COB 5 1 15 310 20 1300

128-CS-P1 128-CS First Draw - 250 mL 6/3/2016 6:18 AM COB ND 1 15 150 20 1300

123-CS-P1 123-CS First Draw - 250 mL 6/3/2016 6:21 AM COB 2 1 15 60 20 1300

113-CS-P1 113-CS First Draw - 250 mL 6/3/2016 6:09 AM COB 1 1 15 60 20 1300

116-KS1-P1 116-KS1 First Draw - 250 mL 6/3/2016 6:11 AM COB ND 1 15 140 20 1300

116-KS2-P1 116-KS2 First Draw - 250 mL 6/3/2016 6:13 AM COB ND 1 15 120 20 1300

117-CS-P1 117-CS First Draw - 250 mL 6/3/2016 6:15 AM COB ND 1 15 40 20 1300

131-WC-P1 131-WC First Draw - 250 mL 6/3/2016 6:23 AM COB ND 1 15 110 20 1300

124-CS-P1 124-CS First Draw - 250 mL 6/3/2016 6:25 AM COB 1 1 15 30 20 1300

118-CS-P1 118-CS First Draw - 250 mL 6/3/2016 6:27 AM COB 1 1 15 50 20 1300

106-KS1-A1 106-KS1 Consecutive Sampling - 1 L 6/3/2016 6:35 AM COB ND 1 15 50 20 1300

106-KS1-A2 106-KS1 Consecutive Sampling - 1 L 6/3/2016 6:35 AM COB ND 1 15 40 20 1300

106-KS1-A3 106-KS1 Consecutive Sampling - 1 L 6/3/2016 6:35 AM COB ND 1 15 ND 20 1300

106-KS1-A4 106-KS1 Consecutive Sampling - 1 L 6/3/2016 6:35 AM COB ND 1 15 ND 20 1300

106-KS1-A5 106-KS1 Consecutive Sampling - 1 L 6/3/2016 6:35 AM COB ND 1 15 ND 20 1300

106-KS1-A6 106-KS1 Consecutive Sampling - 1 L 6/3/2016 6:35 AM COB ND 1 15 ND 20 1300

106-KS1-A7 106-KS1 Consecutive Sampling - 1 L 6/3/2016 6:35 AM COB ND 1 15 ND 20 1300

106-KS1-A8 106-KS1 Consecutive Sampling - 1 L 6/3/2016 6:35 AM COB ND 1 15 ND 20 1300

106-KS1-A9 106-KS1 Consecutive Sampling - 1 L 6/3/2016 6:35 AM COB ND 1 15 ND 20 1300

106-KS1-A10 106-KS1 Consecutive Sampling - 1 L 6/3/2016 6:35 AM COB ND 1 15 ND 20 1300


